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SOMERSET HILL LIMITED PARTNERSHIP
. _WAMPUS AVENUE, ACTON, M4,
APARTMENT CONVERSION TO CONDOMINIUMS
: WELLESLEY MANAGEMENT
CODE REVIEW OF EXISTING CONDITIONS .

10  BECKGROUND

1.1

- Lz

13 .

14

18

18

'10-16 Wampus )&:ve'_nue. Acton, MA is an éﬁarﬁnént complex consisting of two

.separaie stmcmma, each one of which is dividad by s fire wall into two buildings:

There are a total of 24 units in each structure; with 12 units each sidé ofthe fire wallin -
" each structure. The buxldmgs are three storiesin he;ght with the lgwest level partially

below grade. The buildings are wood frame constmcuon with brick maaom:y veneer

" exterior, The structures were constructed: about 1921 The buildings have town water

and a geptic systeim, .

“The buildings aré riot sprinklered. They have no standpxpe systems ‘I‘ha buﬂdmgs

have fire alarm sy‘stems that comply with the mquements of the code in &ffect when

. _they were mstalled The fzre alarm systems are sub]ect to 527 CMR
3 ’I‘hg buildings and the units are not accessible. The entrances are not accéssible and,

"there isno vemcal access provided,

The pmperty has a total assessed value 6f 32, 899 700 mcludmg buﬂdmgs and Iand
For pirposes of tlns teview itis assumed thaf the structures are valued at $1 2 rmlhcn

" eachand the land ahout $400K.
~'I‘he wallg and cezlmgs axe conatructed wnh wood studs and shaetwck covered by a

sklm coat.

" Certificates of Inspection: ‘Both 10-12 and 14—18 Wampus Avenue have received
- Certificates Of Inspecuon m accordance witk. 780 CMR 108. 15 certlfymg thé bmldmgs
._umu 12/06.

20 - .E:xmmc:‘.doNnmons '

2.1

‘2.3

-‘2‘4‘

‘Height . . ‘ : .
2.1, Building A 10/12 Wampus Ave. - 3 stories, 39.5 feet

2.1.2 . BuildingB: . 14/16 Wampus Ave. - 4 stories, 39.3 feet

Erea pér Structure ' 3,800 s.{. approF.
CoBA1 Area/Buﬂdmg [ea. side of fire wall] 1,780 a:f. approx
| 2.2, 5. No of Units Per Building: . 12 wnits
clUme : ' . R2 Multifamily
- ffify_pe of Constructioxji. . L . 'S.Fij'eqiﬁvalex‘;t

10-16WAMPU5AW‘AC10N, . : o . e
somn&m mr.z. Lmrrmmmmznsm : ames . . 4
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SOMERSET HILL LIMITED PARTNERSHIP

- 'WAMPUS AVENUE, ACTON, MA.
APARTMENT CONVERSION TO CONDOMINIUMS
WELLESLEY MANAGEMENT
CODE REVIEW OF EXISTING (,ONDITIONS

25 Pire Protecﬁon'sj_stam:

250
282
. 253

2.5.4

- 288

© 256

265

. 2.8.6

~2.8.7
2.5.8

Sprinklers -
Standpipes

‘Manual Pull Stations

Smoke Dat'ectoxs.

Heat Déiggtcxs
Horns

Strobes ‘
Erergency Lighting

‘Exit Signs
Fire Departmem Nonﬁcanon

Co.a6 T Means ongress ’

' 3.6.1

- 2.6.2.

. 2.6

2:.64

| 2:85.

" Units: 1*.and 2rd Floors

Units: Ground Floor:

Floors

- Egress Vegtibile:

Fite Resistance Ratings -

= Unit Doois

10-16 WAMPUS AVE, ACTON, MA S
SOMERSET HILL LIMITED PARTNERSHIP anns

* No

No ‘ '
Yes, at the exits .

. Single station self oontamed in units '

with alarm. Hard-«mred with battery
back-up

" In umts Connected to bmldmg alarm

system,
Common areas connected to system
sidéke detectors in'comimon areas

Mo -
. In common areas. None provided at

‘exit discharge on the exterior.

At ezxxts

' Ma,stex Box/Amomanc dxalex

. 2% egress doors; 1 intc_» stair-eniclosure '

* and 1 into connecting coriiéior

2 umts in each buxlcimg haw: a smgle

o means of egress door 1eadmg directly
- 10 the stairway enclosuxe with ’
“immediate acceéss to the comdor door
" that leads to the rear stairway

_.ehclosure.

2 enclosed exit stairs frcm qaach Ievel

. dlschargmg to the extencr

At grade level from: mid level Iandmg

" between Ground,ax;d 18* I{laox.

- Not self-closing.

Cang
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SOMERSET HILL LIMITED PARTNERSHIP

, WAMPUS AVENUE, ACTON;, MA -
. APARTMENT CONVERSION TO CONDOMINIUMS
'WELLESLEY MANAGEMENT =
CODE REVIEW OF EXISTING CONDITIONS

LB

Co2B.

2.9

20
BN R) &

Lmaz
248
i STIRE
iBAB

. 22,16

‘2.17

2.18:

« Staix Doors

» Corridors.

~'2:;6.G" _ Stairways

+ Width
. «Riser/Tread -
" +» Handrails

. Bedroom Windows. = -

Céiling Heights

*" Kitchen Exhausta
:._.Eaﬂ‘:i'rf:.oﬁl Exhausts -
Dfyer Exhausts

'Access to Attic:
‘ Imrmg, Gooking, Eatmg Araas

IQS' CMR 410.400 Muumum-S.F .

1105 CMR 410,480 Locks
: ‘;4 10.504 Non-absorbent Surfaces :
" “Water Supply

Waste Disposal Syst‘ezp‘

10-16 WAMPUS AVE, ACTON, MA

SOMERSET HILL LIMITED PARTNERSHIR: * 4945 -

' Beélf-closing. Wired glass panels.'

Wood stud with gyp board each side. .

-42.inches

7"/1 in '

.Smgla handrail, not contmuous
‘ E:ushng handrails that' comply with ‘1’80 .

CMR and 10§ CMR&I&
30" above floor

'Doubl&hung/opemhla Wmdcws )
- Requzre screens.

. 7'—2 1/2" approx.

Shaﬁ to roof d:scharge

 $haft to Toof discharge
‘The dryer exhausts fmm..ihé-.l;_&undzy :
"Yoom on the lowest: le'vell< appearto -

' extend vertically thrangh the building

to discharge at the roof ievel, It is

. assuivied that there are no;e_;ho&vs' '

’aboirg the Ground Fléor ceiling and -

“there_'fo‘xe clean-out agcess o the duct
s not'réquire_d above the ground floor
. transition. - o

Shaft Enclosure Unknown
Large hatch > 23" x 30"

.See Report Section 7.0
‘See: Report Seetion 7.0 -

See Report Section 7.0
SeéReport Section 7.0

. Priir'a;;éwell
- Septic on site

u

[4F]
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Consulting Engincera

SOMERSET HILL LIMITED PARTNERSHIP
WAMPUS AVENUE, ACTON, MA
" APARTMENT CONVERSION TO CONDOMINIUMS
. WELLESLEY MANAGEMENT
COBE REVIEW OF EXISTING CONDITIONS

3.0,

£0

'+ LEAD AND ASBESTOS

‘8.1  Asbestos: - By letter dated January 17, 2005, Pasquale Panza, Ervironmental
’ - Scientist of 21 Enmonmemal Inc. provxded notxficaﬂon that his mapectmn. testxng
‘and mformauon mdxcated that there is no- asbestos préesent at the- pzeperty loaated at
- 10 Wampus Avenue, Acton, MA [includes 10-}2 and 14-16 Wa,mpus Avenue}
. 782 lesd: Bylettersdated January 11, 12,13 and 14; 2008, Mel Blackmar, Master Lead
' o : Inspector nou{ied Some.rset Hills LP that, based on lux inspections, the apMents '
o .locatad at 10»18 Wampus Avenue Acton, dxd not have dangerous levals of. tead
L accordmg t0 108 CMR 460.730 and that theré weze no vnolauons of the: Lead Lsw in the
, _,a:reas sub]ect to the xegmatmns
WATBR AND SEPTIC
el Water ‘Records provxded shaw compliance with dnnhng water standards.
ey ,S:epuc. Records prpmdeg:l show compliance with standards for the septic systern:
180 CMR STATE BUILDING coms

60
: el

,51

Y

‘I‘he four buildings were constmcted about 1971, pnor to the adoption of’ ?80 GMR on

-.',:]anuary 1, 1978. )

. " The four bmldmgs are classmed as existing bmldmgs in accordance vmh 780 CMR
y 8400 4.1. There are cuwrrent certificates. of: mspactmn issued in accordamce wnh ‘180
; :CMR 106.5 and Table 108. The current Cemﬁcates of. Inspecuon were msned on

" 6/24/02 and are b effect until 12/06., o

. " 3.3 . . Building permxts/violancn notices issued smce OI/D 1/2000: Theye ig i\o rééor&‘af

: . buxldmg permits issued for any of the propernes smce 01/01/2000. Therc 5 no record

. _of violations of 780 CMR cited by the building oﬁzcxal since 01/01/2000

521 CMR ARCHITECTURAL AOCESS BOARD REGULATIONS

’I'he bmldmgs are not accesm.ble The dwellifig units h&we not been: desugned as
-atcegsible units. When constructed the buildings were not subject to 521 CMR. Work

_.carried out uip to date has not rsquued compliance with 521 CMR.

10-16 WAMPUS AVE, ACTON, MA _ T ; :
© SOMERSET HILL. LIMITED PARTNERSHIP a7/ s S un

84q
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Conpulting Engineexs

SOMERSET HILL LIVITED PARTNERSHIP
WAMPUS AVENUE, ACTON, MA .

. | APARTMENT CONVERSION TO LQNDOMINIUMS

, WELLESLEY MANAGEMENT -
CODE REVIEW OF EXISTING CQNDI’I‘!ONS

o 62 . The- bmldmgs are asaumed to have an asseased value of $1 -2 million each. -
. 621 Hworkoh the bmldmgs while they are rental units exceeds 30% of the
L " asseszed value ~ $360,000 - the ermre building rnust comply with 531 CMR.
622 T Tless than 30% but more than $100 000 is expended on work that' xs not
" ezempt by 521 CMR 3.3.1b Exceptions the wnrk done mmust comply and an
o . accessxbla entrance provided.
,:- 6:2.3 . If work camad out amounts to less than '$100,000, then only &he w,ork done
: ' ~ must comply ' '
. 107 .* 105CMR 410.ARTICLE J OF THE STATE SANITARYCODE MINIMUM STANDARDS FOR
. HUMANHABIPATION =~
171 105CMR410400 - Minimwum Square Faotage -
- %11 Dwelling. Umt. At least 180 .£. for.the firet person and 100 4. additionsl area
s . for each additional occupant Aaaunung fmu persons: ’
Muumum Area = 450 a.1.
S All dwellmg units meet thig reqmramem .
. 1.1,2  Sleeping Room: " Atleast 70 s.f. for the 1# occupant and 50 s.! addmonal i
' area for-each addmonal occupant,
-Assuming two persona:
' ‘MmunumArea = 120s.f
. R All bedrooms meet this' standard
12§ §410.401; - Ceiling Height: At least 7 feet over 3/4 the are of the ;room.
Sl . . 3"+ provided in all unifs. ’
1.3 - §4?'10.250' Natural Light: Habitable Rooms Except Kitchiens
- 7.3.1

Requires transparent or translucent glass equal if area to at- laast 8% of the-
room: '

'The following. table hsts the habxtable spaces. areas; reqmred ax‘aa of glazmg
" andthe ac:mal area of glazmg provxded

lﬂ-IGWAMPUSAVF A(‘,‘TON ‘MA ) ) . . : T .
SOMERSET HILL x.nmrrco PARTNmmn ares -BITL

(4}e]
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Consulting Engineers

SOMERSET HILL LIMITED PARTNERQHIP

REMMER CONSULTING

WAMPUS AVENUE, ACTON, MA

. APARTMENT-CONVERSION TO CONDOMIN!UMS

. WELLESLEY MANAGFMF NT.

CODE REVIEW OF EXISTING ‘CONDITIONS

Faae

oigandz "
ZBedmgm s
. -comer :Bedroom ..
; fj,zmsedxoom
: :.'";-meg Room
e Kitchei
lBeerom .

Bedmom

.laivmg/Dmmg Room

Kitchen

Gro\i' 'i yye] -

- 18951,
116,376 s £

- 218af]
469551

15454
31081
63sf .-

Unit ID 31

CcsmerB;’R
sz/R

UmthlS ’

_ Corner!tm

- .zw,m S

0 Unitl018 .

LB

Unit 1014

CWR

" Unit 1214

Comer B/R
WR

169 8.4
11684
280 8.1

160 &L, .
116 suf.
280 5.1

172,558
26288

1728 - ©
262 .1

172684
262 8.4

169 5.6
280sf

10-16 WAMPUS AVE, ACTON, MA ~

. SOMERSET HILLLIMITFD PARTNERSHIP . - d77/8s.:

18.62 4.
9318 | .
17.28 s.f:

‘ N/A :

123288
24838
N/A.

18858
9.3s8.1 .
22.48f

. 1888 .

9,3 g.f;' S
2248f .

13,8815

ColsE .

. 1388L

19888
2rsd,

18358, .

dzasd

PROVIDED

80.04:5f
10.48 5.5, ‘
20-83 S.f.. T

" N/A

104zaf
2088 .

N/A -

142sf .

7,584
14,8 si.f.

12.73 a4,

21 84
218 af.

10.8 81,
21.68f

7.18d4,
14.6 8.

7.1 84
1468t

© 14.2sd,

14.84 54,

ok

ub
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_ Maxten S, Remmex, F.E.
5. Cemsulting. Engineers
o Pl o SOMERSE’]. HILL LIMITED PARTNERSHIP
. WAMPUS AVENUE, ACTON, MA:
APARTMENT ‘CONVERSION TO CONDOM[NIUMS
. WELLESLEY MANAGEMENT
CODE REVIEW OF EXISTING CONDI TIONS

P B REQUIRED * PROVIDED
' Unit 1313 - . . ‘ ' '
ComsiB/R - 16051 1388 2124 sk
248K - DEsL 83sL - .. 106sf.
C UWR .. -.p80mf . 22dsd o esd
Unit 1212 " - L , ‘ o
BR. 1728 51, . 188sd . 10851
R , 2628f 2laf 2258
_gﬂ_g&ﬁg_a&vw” 14-16 WamgosAy;g, a o
Unit 1411 .
T , Ce,m‘qx.s/g ‘ 16988, . 1338, .o 17.7 81
AR T3 ¥ 1684, _ CEPY R 106 s£ -
: Y, T . 280mf . 22458 14654
Unit 1432 , o - B
' ComérBR. 18958 . . - 138sf. 21288,
CaBR - st . edsf . l08sd .
CoWR 28054 ‘ Z2dsf . | 22s4
. Unit1414 ‘ . -
ERT COIBRT 172:8 sif. ‘ 13,854, 7.0 84
ot L wR L zeesf | 21ad ; ‘14684
Unitlgis . - “
CoBRL 172,58 , 188sf - - 10684, |
L/R S 28281 . ' 218t . éas,r-.
Unit 3514 ‘ , IR
: Corner BR o 189si 188 af, 142 s;.t.
eeBR .. uess - . . 83sL T1af
LR : pE0.sf - ' 2245k - - - 148s8f.
| Unit 1613 .' : : o ,
”",,Comggaxk T 1695.L - _ : 13,3;:,.,'__ . - 11.78f. .
CAMB/R: 188, 93sf C Task
CCWR | 280wt . . 2z4s8 ) 22 8.1

PR

1016 WAMPUS AVE, AC’l()N,MA : : . , ‘ ' ,
" SOMERSET HILL LINUTED PARTNERSHI® - a7ims . : ‘ : -
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5087563848 REMMER CONSULTING FPAGE

Maxton 8. Remmen, 3.E.
- Conanfbling Engineens o o
T . L SOMERSET HILL LIMITED PARTNERSHIP
"WAMPUS AVENUE, ACTON, M4,
APAR'IMENT (,ONVERSION TO CONBONHN TUMS
WELLESLEY MANAGILMFNT
CODE REYIEW OF EXISTING. CONDIT!Q_NS '

' PROVIDED °.

" REQUIRED

LOGATION - - * A OF ROO

Unit1612° (o |
“UBR ‘ 172:5
CLUWRL ‘262 5.L .
gmatiell . oo L
CUBR e 1738l
LhWR 26261,

10.6 4. -
2%sf

13.8s4."
21 8L '

Tlsif .. .-
14.8$f

13.6 LE A
2lsf - -

74° - §4 102&0 - Natural and Mechamcal Ventilation for Habxtable Rooms:
’ Reqmms a‘clear area of 4% of the floor aréa to provxde natuml vamﬁauon.
m&. F ROOM OPEN ABEA OQFEN.ARES

LOCAﬂON
L JIRED PROVIDED

2Bedroom e

s Gomar ﬁedroom
. Gnd Bedroam ’
I.rving Room

16981
116,316 8.5
216 &1,

6.76 5.1,
4665t
3,64 8.f.

10128,
5.41sd.

R R R

BAlsf
Kitchen .
lxedr;mm L
Bedropm
“Livingy éfning‘ Room
. ::' Kitchen '
" BuildingA: " 10 ‘z:

. unit 1011 . '. '
' o CornerﬁIR R 16885
a :lzr_da/,n ' © ligsd

VUWR T 7 zsdee
qﬁn’;bz‘z R : "
CQmer B/R 169 5.1,
“2iB/R liest.
L/R _‘ . 2808t

48785 : N/A . N/A

1545 “8.16 5.4 8216k
31064 12.40 58 10,4 s.f:-
83sf N/B . N/A

g Ave,

7.18.4. '
3.8 s:f.
7.3.84 -

6685
46584 -
11,2 8.1,

8.85 s.f.
‘. AB5sf
10.8 6.5

6755k
4‘:35 sf .
N2k

10:16 WAMPUQ AVE, ACTON; MA

soumsmmm x.mun-:nrmrrm,nsmr ames o Em

yug
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SOMERSET HILL LIMITED PARTNERSHIP
. WAMPUS AVENUE, ACTON; MA
APARTMENT CONVERSION TO CONDOMINIUMS
~ WELLESLEY MANAGEMENT- - .
CODE REVIEW OF EXISTING CONDITIONS

Unit1018 ©
L B/.R-.,“ ‘
Clwr
Unit 101¢ ...
" im
Unie1211" " "
. WR
Umt 12:4

Corner 8/‘R .

Umt 1213

OomerB/R:-,
. .2*!‘18/3 e

: SR
Unit 1212
. \'-::':s/'n*
A B:

C . Unitiat

: ComerB!R
2"““

Unit 1432 -

. . CornerB/R
| g -
i

Unit M4 -

ORIV, S

R

1728 sif.
. 28284

172.5 .
26254

1726 8t
262 s.1.

16981 .
280 51,

169°a.f.
L1650,
‘280 sf.

172.8 ;.f.
262 .1,

14-16 Wampos Ave.

1685t
11684, .
2808t

16988
11854
280.%

172854
26254

. 10-16 WAMPU&, AVE. ACTON MA

SOMERSE’I’H]LLLIMITFD PARTNERSH]P a " anms.

A L oo - - I Lo
Pl N P - . N .
L N . i . .

69858 .
;O-S.S.f‘,‘.: - C

- 69af . Y
. I_O;S‘S.f.‘ Lo

B9sL
10.B5f,

6.65.8.1,
11.2 .B'f', -

6.6554."
4.65'3’..L K
nasf

8.9saf. -
10588 *

86588, .
488sd. |
11258

6668
6.655.1%
11.25.8°

8.9 B_.f. :
- 10.8 Sf _

ROVIDE

B354
108 5.1.

. 385 8f -

7345

3.58 8.4

. T.3s4

7.3 5.t

5.3 AN
B.3s.d,

STERA

‘8.3s.1

kg -

" 8.83sL

8.3 s.f
1381 - i

- 10.B68,f,
58BA&
Clsfl

2.85el

7.3s1.

o
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JV axmm S. .Remmex, ﬂl.&
Canmamg Cngtueu SR ' o '
. : SOMERSET HILL LIMITED PARTNERSHIP
WAMPUS AVENUE, ACTON,MA’
' APARTMENT CONVERSION TO. CONDOM!NIUMS
. . WELLESLEY MANAGEMENT o
CODE KEV]EW OF: EXISTING CONDl'l IONS

R . xggmm ~ PROVIS m_
Lo wmergs . L . o A .
P T BR 1786 - - e8sd o . s3af
o mz SR ‘262s% - - 108s& 0 - . sk
oL Umitdene S | PR R
e c:omerB/R, - uéé;;'«.f',, N . eesss 2288
Ygepg . nest L 4essf L amssR.
. : CWR 28088 T onass. . 13st
£ Uxmm,ls o L ‘ , A
. ComurB/R Ce T 1e9s © se8sk. . . B8smf
AT zwm 11658, © 4888t - 388sf
A L/R C o zsost lizse ™ . llaf
Coumitdelz e T e
SRS -V LSS Y AR O eest 5.3,
SR T aegs © 108st: - st
uniten oo e

g CRBR L 1725 i o eest . 35654,
" e TWR , 2625t - 1088k ' 13st

BT R0 '.527 cm 24; @o FIRE ALARM SYSTEMS . . L

\ o AR 8 I {':?:-The buildings each contain 13 dwellirig units a:nd xeqmm a Type I system m :

& 1 acoordance with 527 CMR24.0% (9. o S
o s -'_‘8,2 © The eruuamems for the system include the iouomng

*’1 ', g 82 1.  Asystem of smoke and heat detectors .

a . S AL THere are interconnected smoke detecto:rs located mlobbxes

g i . 3 o cotumon corridors, hallways and stairways. ‘ o
B . L AP b. There- are hndmred smoke detm‘:tcxr Jocated-in the vzmmty ef fhe

bedrocms but outside the bedrooms

¢, ' Theréiza heat detectox at the unit exat dooz within’ 6 fe:at of 1he donx
mteraann@ctad to the buﬂdmg alan‘n system

' '8..8;'2*'. ‘I'here isa secondary source. of power.
R 8 2 3. 'I‘hexe isan annunclamr at gz’ound level at the’ entmnce to each stmctw:e.

. '.m-ww,x'mumvm\aou,m Lo e 0
C somsksm* HILLLMI’EDPARTNERSHIP “4l7mes : R UASS

FN 4
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SOMERSET HILL LXMJTED PARTNERSHIL_P
: WAMPUS AVENUE, ACTON, MA . .
: APARTMENT CONVERSION TO CONDOMINIUMS
WELLESLEY MANAGEMENT
CDDE REVIEW ()F EXIST]NG CONDI’I‘IONS

L 8: 2.4 There are manual pull stations on the cgmdoz side and thhm six feet of: the
P entrancé to the e:dt stairway. The manual pull statxcns are comtected to the :
T buxldmg alaxm system per NI—‘PA 12A. ‘ ' !
’ by :"'_; ‘8.4 Alm.‘m Notzﬁcanom : . }&lann nouﬁcatmn is ‘ria mastar box to the Fzre i‘)epartmant,

10416 WAM}‘US AVE, ACTON, MA

SOMER:SETIHLLLMTEDPAR’INERSHIP C0 ams: . : : - fum



2 1FnvironmENTAL, INc.

57 Greenleaf Circle
Framingham, MA 01701  (508) 405-1069

January 17, 2005

Mr. Peter Aznoian
10 Wampus Avenue
Acton, MA 01720

Re: 10 Wampus Avenue, Acton, MA
Dear Mr. Aznoian,

The following letter reports the findings of the asbestos inspection conducted at the property located at
10 Wampus Avenue in Acton, Massachusetts.

On January 11, 2005, the two apartment buildings were visually inspected for suspect asbestos-
containing material (ACM). None of the typical asbestos-containing material was observed (i.e. floor
tiles, thermal system insulation, etc...) at the subject property. A total of six bulk samples were
colleted as part of this investigation and analyzed for asbestos by EPA method 600/R-93/116. These
samples were collected from representative areas of joint compound, dry-wall (wall board), flooring
mastic and a textured wall/ceiling. As indicated in the attached analytical report, asbestos was not
detected (“None Detected™) in the six samples.

Due to the adverse weather conditions (snow), the roofs were not accessible for inspection and/or
sampling. However, according to the property manager, the roofing material was removed and
replaced approximately six years ago. Based on the age of the roofing material, it is highly unlikely
that the new roof was composed of asbestos-containing material.

Based on the analytical results and the aforementioned information, no asbestos related concerns were
identified during this investigation; therefore, no further response actions are recommended, at this
time. Please do not hesitate to contact me, if there are any questions.

Sincerely,

///M/c =y

Pasquale Panza
Environmental Scientist
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EMSL Analytical, Inc.

107 Haddon Ave,, Westmam, NJ D8108

Phone: ;agﬂ £58.4800 Fax: (356) 858-4950 Emell: & co

At Pat Panza CuslomerI0:  21ENS3
21 Environmental, Inc. Custamar PO 1052
§7 Greenleaf Gircle Receives: ©QIMA05 10:42 AM
Framingham, MA 01701 EMSL Order: 042500634
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Project PUS AVE. Analysis Date:  O1/14/2005

Raport Date: 01/18/2005

Asbestes Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized

Ribbel Arrre (8)

Light Microscopy
Non-Asbestos Agbestos
Sample Location Appearanca % PFibrous % Non-Filrous » % Type
ACM-01 OFFICE 14D White ' 100% Non-fibroue (cther) None Detected
0408006880001 Non-Fibrous
Homogeneous
ACNG2 OFFICE 14-D Gray 5% Celuiose 96% Nor-fibrous (cther) None Detected
[LE e xT Beclors Fibrous
Homogeneous
ACM-G3 103 Brown 30% Celiulese 70% Nenfibrous (cther) Nane Detected
oaB00894-0041 Florous
Heteragenasus
ACM-D4 10 LAUNDRY RM GrayWhite 2% Cellulose 58% Non-fibrous {ciher) Mone Detected
D4050C6§4-00G4 Fibrous
Haterogenaaua
ACM-05 108 White 100% Non-fibrous (other)© None Detected
0405009640005 Non-Fibrous
Hemopmnisous
ACM-08 10E Brown/Gray/Biue 50% Celuicse 5G% Non-fibrous (other) Nens Detoctad
Ad0BA083 0026 Florous .
Heterogeneous
A
) -?2 A0 C\
LB e AL
Anaiysi(s; o rnd %)

Stephen Slegel, GiH
* or cther spproved signatory

Cxun ke magnifization limitzuans innersrt i FLM, asbestos fbors In dimensions below the maciution capablity of PLM may not be detacied Sampies raparied as =1 % or nona

Sotarten may TREIre SAEtOMT! 1osting DY TEM 10 CONKMM @3DeMOT QUANtiles. The above ML repart *812133 only 10 the Hems (881ad Ard may Aot be raprethioad in Aty ioim wilhout the
xS VIRien Bppvowal of EMEL Anplytioal, Inc. EMBL'E LIdifty s isited 1 (he seat of Snaiveis. SMEL Basrs a8 reapandiviiyy for ammple ssllostion aetvillas of saiyties! mathad
Limitalidng. Ininmoistation and uae of last reauls 3 o ragnonsititsy of lhe cliart, Tha tot results cantained within thia npnn mzet the andmmAnt of NELAC uninss otharwisa rotad,

Analysis perfonnad by EMSL Naatmard IVLAP #101048-01 MY BLAR 17877

PLM-1

THIS IS THE LAST PAGE OF THE REFORT.




. EMSL Analytical, Inc.

Chaln Of CUStOdy 107 Haddon Avenue
Westmont, NJ 08108

Asbestos Lab Services Phone: (856) 8584800

Fax: (856) 858-4960
(856) 427-1608

Please print all information legibly. http:/Avww.emsl.com
Company: 21Environmental, Inc Bill To: 21Environmental, Inc
[ Address]: 57 Greenleaf Cir Address]: 57 Greenleat Cir
dddress2: Address2:
City, State: Framingham, MA City, State: Framingham, MA
ip/Post Code: 01701 . Zip/Post Code: 01701
Country: Country:
Contact Name: Pat Panza Amn: Pat Panza
Phone: , (508) 403-1069 Phone:  (508) 405-1069
Fax: (508) 405-1210 Fax: (308) 403-1210
Email: panza@?2lenv.com Email: panza(@2 lenv.com
EMSL Rep: ' P.O. Number: 1052
Project Nume/Number: 10 Wampus Ave/1052
MATRIX ‘ TURNAROUND
I3 Air i Seil .} Micro-Vac | || 3 Hours L} 6 Hours __ Same Day __ 24 Hours
or 12 Hours* (1 day)
yl Bulk { Drinking X} 48 Hours | 72 Hours |_ 96 Hours __ 120 Hours
Water (2 days) (3 days) (4 days) {3 days)
o Wipe | Wastewater {_ 144+ hours (6-10 days)

TEM AIR. 3 hours, 6 hours, Please call ahead to schedule. There is a2 premium charge for 3-hour tat, please call [-808-220-3675 [or price prior to sending
samples. You will be asked to sign an authorization form for this service.
*12 hours (must arrive by 11:00a.m. Mon -Fri.), Please Refer to Price Quote

[PCM - Air TEM Air TEM WATER
1 NIOSH 7400(A) Issue 2: August 1994 __ AHERA 40 CFR, Part 763 Subpart E __ EPA 100.1.
] OSHA w/TWA - {INIOSH 7402 T EPA 100.2
T} Other: T 'EPA Level II T INYS 1982
PLM - Bulk TEM BULK i . TEM Microvac/Wipe
XIEPA 600/R-93/116 T Drop Mount (Qualitative) T ASTM D 5755-95 (quantative method)
__{EPA Point Count . " Chatfield SOP - 1988-02 . _ Wipe Qualitative
TINY Stratified Point Count T TEM NOB (Gravimetric) NYS 198.4
_'PLM NOB (Gravimetric) NYS 198.1 —_EMSL Standard Addition: o XRD
{_INIOSH 9002: V \j o ' {_I Asbestos
" IEMSL Standard Addition: - PLM Soil -+ i Silica NIOSH 7500
SE _ ir or Bulk TIFPA Protocol Qualitative . .
1 Qualitative __EPA Protocol Quantitative _Q._'Il_mj_
T Quantitative 77 EMSL MSD 9000 Method fibers gram ™.
' ‘v\‘\\'

] EMSL Analytical, Inc.
Chain of CuStOdy : 107 Haddon Avenue
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Asbestos Lab Services  Westmont, NJ 0810
Phone: (856) 858-4800
Fax: (856) 858-49G0
(856) 427-1608
http:/fwww.emsl.com

Please print all imformation legibly.

Client Sample # (5) /7o - ol - Al-06 Total Samples #: é
Relinquished: /éé' — Date: / //1 /Of Time: —
Received: /2l /C/>< SYY L (7 7576 Date: ///// /c 5 Time: -
Relinquished: Date: Time:
Received: Date: Time:
SAMPLE NUMBER SAMPLE DESCRIPTION/LOCATION 1  VOLUME (if applicable)
Atm-of Jont lormend / ofhie 147 A///ﬂ

Al -0 Will bor & [ otbice 140 /
ACin-oF i 28he [ 106 /

Acem -0 72%'4/“’/ O ////0 Kéunét?é‘m /
A — o5 Jortl Conpour # //@E }

. 4
Ao -0 wall bosrd [ ior

4
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